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WHEN ONE OUTDOOR UNIT IS TO BE INSTALLED

NOTE: It is important to observe the manufacturer's clearance guidelines to ensure that the unit is installed correctly and it runs 
properly. Not observing these guidelines can lead to poor system performance, higher system refrigerant pressures, and excessive 
compressor noise.

WHEN TWO OR MORE OUTDOOR UNITS ARE TO BE INSTALLED 
SIDE BY SIDE

WHEN OUTDOOR UNITS ARE INSTALLED 
IN ROWS

WHEN OUTDOOR UNITS ARE INSTALLED 
ONE ABOVE ANOTHER

Clearances:
• Air intaking into the back of the unit: ≥ 4”
• Air intaking from the side of the unit: ≥ 4"
• Discharge air blowing out of the unit: ≥ 40”

Clearances:
• Air intaking into the back of the unit: ≥ 12”
• Air intaking from the side of the unit: ≥ 40"
• Discharge air blowing out of the unit: ≥ 79”


